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ABSTRACT

Specimen |. D.  “ExtruCrete Panel — Plastic concrete slab”

Test Standard: ASTM E84-11b TEST FOR SURFACE BURNING
CHARACTERISTICS OF BUILDING MATERIALS (UL
723, UBC 8-1, NFPA 255)

Test Date:  December 7, 2011

Client:  Extrutech Plastics Inc.

Test Results:

FLAME SPREAD INDEX 10
SMOKE DEVELOPED INDEX 300

This report is for the exclusive use of Intertek’s Client and is provided pursuant to the agreement between Intertek
and its Client. Intertek’s responsibility and liability are limited to the terms and conditions of the agreement. Intertek
assumes no liability to any party, other than to the Client in accordance with the agreement, for any loss, expense or
damage occasioned by the use of the report. Only the Client is authorized to copy or distribute this report and then
only in its entirety. Any use of Intertek name or one of its marks for the sale or advertisement of the tested material,
product or service must first be approved in writing by Intertek. The observations and test results in this report are
relevant only to the sample tested. This report by itself does not imply that the material, product, or service is or has
ever been under an Intertek certification program.
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